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CALIBRATION CERTIFICATE
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The measuring equipment used in the calibration is traceable to national primary standards maintained in
National Institute of Metrology (NIMJ. NIM is the signatory to the Mutual Recognition Arrangement (Mm for
Ir:avsﬂu%.r::els measurement standards and for calibration and measurement certificates issued by national m ogy
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Hubei Institute of Measurement and Testing Technology Certificate No.

® APz (i) REFEEITEHRENM.
This body is an institute of legal verification.
B Kk T ERRAAMBAGES 5: () 331 (2012) 01028, () skt (2012) 01040
Authorization certificate number of the national legal metrological verification instiution:
FEEEFEZAFTATERLSFEE: No. L0544

Laboratory accreditation certificate number of China National Accreditation Service for Conformity Assessment(CNAS): No. 1.0544
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Reference documents for the Calibration (Name . Code )

ZH: JJG 313—2010 W EAHERLRBLENFE  Instrument Current Transformers
ZM: JJG 314—2010 W& HEIEHEISKEMAE  Instrument Voltage Transformers

o ARRAEFEANEEITEIERR

Main standards of measurement used in the Calibration
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Name of Equipment Model/Serial No. Certificate No./Due Date

ks HL46/131 2015DW2380140/2017-02-06
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Environmental condition on the Calibration

mE: 22.6C HXHEE: 62 % HE: —
Temperature R.H. Others
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Pressure Place Record No.
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It's Effect That Results of This Report Relate Only To The Sample(s) Calibrated.
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Hubei Institute of Measurement and Testing Technology Certificate No.
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Data/Results of Calibration
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R GA] SeE WERAHERE: U, k=2
10:5 1. 9994 0.01
50:5 9. 9998 0. 02
100:5 '19. 994 0.05
200:5 39. 999 0. 10
300:5 59. 931 0. 10
500:5 99. 900 0. 20
750:5 750. 067: 5. 00 0. 30
1000:5 1000. 07:5. 00 0. 40
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PR SiE WBEATEE: U k=2
6kV: 100V 60. 036 0.03
10kV: 100V 100. 03 0. 10
35kV: 100V 349. 83 0.20
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